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GENERAL WORK NOT

ES

PROVIDE NEW FAN COIL UNIT (FCU) AS SCHEDULED.

PROVIDE NEW AIR OUTLET AS SCHEDULED.

BE REUSED IF CORRECT SIZE AND LOCATION.

WORKING ORDER. REPORT ANY DEFICIENCIES TO THE CON
REPRESENTATIVE.

PROVIDE NEW DUCTWORK WITH HANGERS AND SUPPORTS WITH APPLIED CONNECTORS.
PROVIDE NEW SPACE TEMPERATURE SENSOR (THERMOSTAT)

CONNECT NEW AIR DEVICES TO EXISTING DUCTWORK, AS SHOWN. EXISTING DUCT TAKE-OFFS MAY

SEE SHEET MP101 AND MP102 FOR MECHANICAL PIPING IN THIS AREA.

INSPECT EXISTING FIRE AND SMOKE DAMPERS TO REMAIN AND VERIFY THAT THEY ARE IN PROPER

TRACTING OFFICER'S

ALL CONTAMINATED DUCTS AND FILTERS FOR PATIENT ISOLATION ROOMS SHALL BE LABEL AS

"BIOHAZARD" IN ACCORDANCE WITH THE VA STANDARDS AND SPECIFICATIONS.

SHEET KEY NOTES

DOWNSTREAM OF FAN. (TYPICAL)

PROVIDE EXHAUST FAN WITH FILTER BOX FOR MERV 7 PREFILTER AND MERV 17 HEPA FILTER
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